
 

 

 

 

 

 

 

 

 

 

 

MANUAL CONTROL THERMOSTAT REPLACEMENT 

 

 
Original Component – 9330-340 Cool Only Thermostat 

 

Replacement Component – 9330-341 Heat/Cool Thermostat 

 

 

 

When replacing COOL ONLY 9330-340 THERMOSTAT with a HEAT/COOL     

9330-341 THERMOSTAT:  Terminal “1” or “H” is NOT USED. 

 

Yellow wire connection should be made to Terminal “3” or “L” on the new thermostat. 

 

White wire connections should be made to Terminal “2” or “C” on the new thermostat. 

 

 

Note:  Vendor Designations 

 

1. Ranco Controls thermostat connections are labeled “1”, “2”, “3”. 

 

2. Foshan Tongbao thermostat connections are labeled “H”, “C”, “L”. 
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